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EXECUTIVE SUMMARY 
An experimental study was conducted to evaluate the pressure drop of residential duct 

system components that are either not available or poorly described in existing duct design 
literature (for instance, ASHRAE Fundamentals, and ACCA Manual D).  The tests were designed 
to examine cases normally found in typical residential and light commercial installations.  The 
study was divided in two parts: a component analysis and an installed system analysis. The 
component analysis included three different sizes of flexible ducts under different compression 
configurations and different bending angles, splitter boxes, supply boots, and a fresh air intake 
hood.  The experimental tests followed the proposed ASHRAE Standard 120P – Methods of 
Testing to Determine Flow Resistance of HVAC Air Ducts and Fittings.  The installed system 
analysis included the calculation of total pressure drop in the supply section of a typical 
residential air distribution system, based on the pressure drop results from the component 
analysis.  The component analysis results were compared with calculations based on available 
literature (ASHRAE Fundamentals and ACCA Manual D).  All three methods were compared to 
measured values of supply plenum static pressure. 

The flexible duct study covered compressibility and bending effects on the total pressure 
drop. For better quantification of the pressure drop in flexible ducts a pressure drop correction 
factor, PDCF, was developed that is a function of the geometry of the duct and the compression 
ratio.  The PDCF relationship was used to predict the pressure drop in compressed ducts is within 
3% compared with the measured compressed duct values. The results also showed that ASHRAE 
Fundamentals and ACCA Manual D underestimate the pressure drop in compressed flexible 
ducts.  The laboratory testing suggests an improved flexible duct clamping arrangement should be 
used in ASHRAE Standard 120P to ensure that duct compression is correct. 

In addition to compression of straight ducts, the pressure drop in bent flexible ducts was 
also measured.  Flexible duct of three different diameters were each tested at three bending 
angles.  Each of the bending configurations was tested with the duct under moderate and extreme 
compression (around 5% and 30% compression ratios, respectively).  The loss coefficients varied 
over a wide range between 0.8 and 3.  Published loss coefficients for sheet metal elbows are 
about one fourth of these values, indicating that the flexible ducts have significantly greater flow 
resistance. 

The supply boots results showed that diffusers have a major effect on the pressure losses 
in exit fittings. The diffuser can increase the pressure drop by factors between 1.1 and 2.0, 
depending on the configuration of the boot connection.  For example, for an Angle Supply boot 
with an 8” intake the loss coefficient is 1.2 without diffuser and 2.4 with diffuser.  This study 
included additional configurations commonly found in duct systems, where a section of bent 
flexible duct is attached to the boot. In such configurations, the pressure drop increased by factors 
between 3 and 4, compared with the values obtained when the boot is connected to a straight 
sheet metal duct. 

Three sizes of splitter boxes were tested.  The results showed that the local loss 
coefficient through a branch of the splitter box could vary between 0.6 and 6.3 depending on 
geometry and flow ratios. A typical result is 1.0 and 1.5 for the smaller and the larger branch of a 
10”x8”x6” splitter box, respectively, when the flow is balanced.  ASHRAE Fundamentals shows 
local loss coefficients values for rectangular “Tee’s” and “Wye’s” that cover the range of the 
results obtained in this study.  ASHRAE Fundamentals does not show data for splitter boxes.  
ACCA Manual D provides pressure drop for splitter boxes in terms of equivalent length (EL) that 
overestimates the pressure drop in splitter boxes compared to our experimental data. 

Lastly, an outside air intake hood was tested.  The local loss coefficient of the intake 
hood was 4.1.  This is in the middle of the range of ASHRAE loss estimates determined by 
combining the ASHRAE loss coefficient for a flush entry and for a screen. 

The complete duct system analysis consisted of calculating the total pressure drop in the 
supply section of the air distribution system, based on the pressure drop results from the 
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component analysis.  The calculated values were compared to measured values from a full-scale 
residential duct system constructed in an LBNL duct testing facility, and values from ASHRAE 
and ACCA.  The installed system had two supply plenum take-offs serving two separate supply 
branches with a total of 11 supply registers.  The measured supply plenum static pressure varied 
between 0.130 and 0.168 in water (depending on the location of the static pressure tap), while the 
calculated static pressure at the entry of the two branches (from the supply plenum), based on the 
component analysis, were 0.122 and 0.168 in water.  The ACCA Manual D calculations 
overpredict the pressure drop for splitter boxes while underpredicting for the flexible duct and the 
supply boots.  Conversely, the ASHRAE component values underpredict the pressure drop in 
both the flexible duct and the duct fittings. 
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INTRODUCTION 
Evaluation of residential HVAC system performance requires estimates and 

measurements of several characteristic parameters.  The installation of air distribution systems 
and the type of duct fittings used play a major role in the overall system performance.  The flow 
resistance of each component of the air distribution system, and its specific installation 
configuration should be available and well known for the designer.  For instance, plastic flexible 
ducts are commonly used in the residential building sector, while they are poorly represented in 
the literature.  It is crucial for the designer and the contractor to realize the impact pressure drop 
in flexible ducts can have on the fan sizing and on the overall performance of the HVAC system.  
The available literature also lacks sufficient description of loss coefficients for other commonly 
used residential duct fittings such as, splitter boxes, outside air intake hoods and air supply boots.  

Laboratory testing and a detailed analysis of air flow and resistance were conducted by 
the Energy Performance of Buildings Group at LBNL to identify key aspects of the performance 
of air distribution systems with commonly used fittings so that these systems can be improved in 
both new construction and retrofits of existing buildings.  The analysis was divided in two parts, 
the component analysis and the complete duct system analysis. A new complete full-scale 
residential air distribution system testing facility was built to perform the complete duct system 
analysis.  The laboratory measurements allowed the evaluation of the flow resistance parameters 
of duct fittings under controlled conditions following standard procedures (ASHRAE Standard 
120P), in addition to the performance of a controlled and complete full-scale air distribution 
system.  

This report describes the tests performed and shows the results that help as new data for 
residential duct design.  The report first discusses the instrumentation of the test apparatus, then 
covers the description and the results of the individual tests on the duct components, and the 
analysis of the whole ducting system, as installed.  The results on the tested air distribution 
system components were used in the complete duct system analysis and compared with available 
data from the literature.  The comparison showed that our new data provide a better estimation of 
the total pressure drop.  The report also includes a detailed study of the compression effects on 
pressure losses in flexible ducts, and proposes a new semiempirical model to calculate the 
pressure drop in flexible ducts.   

 
DESCRIPTION OF THE TEST FACILITY 

The tests were conducted in two duct testing laboratories at LBNL in Berkeley, CA.  The 
smaller laboratory is a single story trailer that is used for calibration and fabrication of air flow 
and thermal diagnostic equipment.  The larger laboratory is part of a warehouse facility that has 
large open areas suitable for laying out large quantities of ducting.  The individual component 
tests were conducted in both facilities, with the larger facility used for the flex duct compression 
tests that required long straight lengths of duct.  This larger facility also contained a full size 
residential duct system typical of those found in California houses.   
Test Ducts and Fittings 

 The air distribution system components tested for this project included flexible duct, 
splitter boxes, supply boots, and an outside air intake hood.  The flexible duct tests included three 
sizes of duct: 6”, 8”, and 10” (150, 200, 250 mm).  The flexible duct was tested with three 
compression configurations: fully stretched, a natural stretch configuration, and compressed.  
These compression values are somewhat arbitrary, but the rationale for the selected values was as 
follows: the fully stretched has the inner core of the flex duct pulled tight resulting in a relatively 
smooth inner duct surface.  For the natural stretch case no attempt was made to stretch out the 
duct.  The compressed case represents an approximation to field observations of installed duct 
where the compression is mechanically enforced.  Additional configurations were also tested as 
the flexible duct forms an elbow.  Three elbow angles were tested: 45o, 90o, and 135o.  Each of 
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the elbow configurations included a natural stretch and a compressed configuration.  The total 
number of flexible duct tests conducted for each duct size was nine, totaling 27 tests for all three 
duct sizes.  The splitter boxes tests included three sizes: 8”x6”x6”, 10”x8”x6”, and 10”x8”x8” 
(200x150x150 mm, 250x200x150 mm, and 250x200x200 mm).  The supply boots tests included 
an 8” (200 mm) angle supply boot, and 8” (200 mm) and 6” (150 mm) straight supply boots.  
Since the angle supply boot can only be connected with a horizontally spanning duct, it was 
tested in a single configuration as required by the ASHRAE Standard (ASHRAE 1995).  
However, the 8” (200 mm) and the 6” (150 mm) straight supply boots were tested under three 
different configurations each.  The straight supply boot is usually connected, when installed, to a 
flexible duct forming an elbow (from a horizontal span to a vertical supply).  Thus two 
configurations, where the bent flexible duct makes an integral part of the boot, were added to the 
standard configuration of testing a supply boot.  Figure 1 shows two configurations of the straight 
supply boot tests. 

 

 
 

Figure 1.  The 8” Straight Supply Boot tested under different configurations: a straight 
entry, and a right angle entry with the flexible duct as an integral part of the boot. 

 
Each of the supply boot tests configurations was performed without a diffuser and with a 

diffuser added to assess the additional pressure drop that can be encountered in an actual 
installation.  Thus a total number of 14 tests were conducted to study the supply boots. 

 
Test Equipment and Apparatus 

The test procedures were based on proposed ASHRAE Standard 120P and involved: 
building piezometers of three different sizes (6”, 8”, and 10” (150 mm, 200 mm, and 250 mm)), 
using different lengths of sheet metal duct sections installed upstream and downstream of the test 
specimens, air moving fans, air flow measuring devices, and data loggers and hand-held 
manometers. 

As required by ASHRAE Standard 120P, piezometer rings, the same diameter as the test 
ducts, were used that each have four equidistant static pressure taps (illustrated in Figure 2) for 
upstream and downstream pressure measurements.  The piezometers were held by sections of 
sheet metal duct.  The piezometer rings were made with PVC rings held in place around the sheet 
metal duct.  The four equidistant pressure taps were manifolded together with equal lengths of 
flexible tubing for pressure averaging.  ASHRAE Standard 120P requires that the difference 
between an average reading of all taps and an individual reading sensed by a single pressure tap 
be less than 2%.  Our calibration of the pressure taps used 15 seconds readings and achieved a 
difference less than 2% in all cases, and it was well below 1% in most cases. 

Air temperatures during the tests were stable, but a correction for temperature change 
during the tests was applied to all the data. The tests were conducted following proposed 
ASHRAE Standard 120P – Methods of Testing to Determine Flow Resistance of HVAC Air 
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Ducts and Fittings – December 1995. The experimental results were corrected for temperature 
changes during the test and for changes in flowmeter calibrations with temperature.  Also 
elevation corrections were made because some of the tests were performed at sea level and others 
at several hundred feet elevation.  Standard correction procedures were used as found in ASTM 
E779 (1999). 

 

 
 

Figure 2.  A piezometer built for a balanced average static pressure reading and used 
in the component analysis tests. 

 
The tests required using sections of sheet metal duct upstream and downstream of the test 

specimen that 
upstream and downstrea
dow str

 was to characterize the pressure drop in the 
sheet metal duct as a function of the volumetric flow rate.  The power law model (Equation 1) 
was used that allows for variations (for instance, due to boundary layer development or Reynolds 
Number effects) from the standard assumption of volumetric flow rate being proportional to the 
square root of the pressure drop: 

 
          (1) 

 
The results of the sheet metal duct are shown in Table 1.  The pressure drop coefficient, 

C, is expressed in in water/100ft.cfmn (Pa sn/m.Ln), because pressure drop per 100ft is a standard 
unit used in existing design calculation procedures. 

hold the pressure tap piezometers.  The piezometers were located at 2 diameters 
m of the flexible duct test section, 2 diameters upstream and 11 diameters 

n eam of the splitter boxes, 2 diameters upstream of the supply boots, and 11 diameters 
downstream of the intake hood.  The total pressure drop between the upstream and downstream 
piezometers therefore includes the drop through the sheet metal duct, which should be subtracted 
from the total.  Therefore the first task in the study

nCQP =∆
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TABLE 1. Power Law Coefficients of Three Sizes of Sheet Metal Duct and Comparison with 

Resulting Pressure Drop with Available References. 
Diameter 

in 
(mm) 

C 
in water/ 

100 ft. cfmn

(Pa.sn/m.Ln) 

Lower 95% 
CL of C 
in water/ 

100ft. cfmn 
(Pa.sn/m.Ln) 

Upper 95% 
CL of C 
in water/ 

100ft. cfmn 
(Pa.sn/m.Ln) 

n Lower 
95% 
CL 
of n 

Upper 
95% 
CL 
of n 

ASHRAE 
Pressure Drop 

Average 
Over/Under-

prediction 
6 

(150) 
2.54 E-05

(4.40 E-04) 
2.38 E-05 

(4.11 E-04)
2.72 E-05 

(4.72 E-04)
1.77 1.75 1.78 0.15% 

8 
(200) 

5.99 E-06
(1.04 E-04) 

4.86 E-06 
(8.42 E-05)

7.37 E-06 
(1.28 E-04)

1.81 1.77 1.84 -2.85% 

10 
(250) 

3.03 E-06
(5.25 E-05) 

1.62 E-06 
(2.81 E-05)

5.66 E-06 
(9.80 E-05)

1.74 1.63 1.84 -3.49% 

 
Air flows were measured using either a 6” (150 mm) nozzle flowmeter (±0.5% of reading 

accuracy) or a combined fan/flowmeter device with ±3% accuracy. Flow straighteners that reduce 
swirl and turbulence were incorporated into the experimental apparatus and the flow meters.  For 
the splitter box tests a fan/flowmeter was mounted on each downstream leg of the splitter boxes 
to suck air through the test system and measure the flow through each leg.  The 6” (150 mm) 
nozzle flowmeter was used to measure the total air flow through the main branch upstream of the 
splitter box.  All pressure and flow measurements were averaged for five seconds  and the 
readings were recorded using a data logger. In addition to the data loggers, hand-held electronic 
digital pressure gauges were used in the supply boot and the splitter box tests to modulate 
different pressure/flow stations. 

 
AIR DISTRIBUTION SYSTEM COMPONENT ANALYSIS  

 The first part of the study was to conduct a component analysis of a residential air 
distribution system that covered a detailed pressure drop study of flexible duct and provided a list 
of pressure loss coefficients of various duct fittings.  The results of the component analysis were 
compared with available references, whenever a similar duct fitting was reported in the literature.  
A further evaluation of the components analysis results was performed through a comparison 
with measured pressure drop in an installed air distribution system (discussed in a separate 
section).   

 
Effect of Compression on Pressure Loss in Flexible Ducts  

Three different sizes of ducts, of 6”, 8” and 10” (150, 200 and 250 mm) nominal 
diameters were tested under different compression configurations following proposed ASHRAE 
Standard 120P “Methods of Testing to Determine Flow Resistance of HVAC Air Ducts and 
Fittings”(December 1995).  The flexible duct consists of three layers: (1) outer plastic layer, (2) 
R-4.2 (RSI-0.74 m2K/W) fiberglass insulation, and (3) inner liner which is a thin plastic layer 
with embedded spiral wire. 

In field studies observed pressure drops in flexible duct systems are often higher than 
expected based on design calculations.  This is because the flexible ducts are often found to be 
compressed to varying degrees.  This common problem leads to excessive pressure drop in many 
systems with associated fan power, flow restriction and noise issues.  For design purposes and for 
diagnosing duct systems, engineers and analysts consult friction charts and matching friction loss 
coefficients from references.  For fully stretched flexible duct, in particular, ASHRAE 
Fundamentals (ASHRAE 2001) and ACCA Manual D (ACCA 1995) provide pressure drop 
calculations. 

However, when it comes to the compression effects on flexible ducts, the available 
literature does not provide enough resources for a good estimate of pressure drop in a duct 
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system.  ASHRAE Fundamentals provides a graph, (reproduced in Figure 3), showing how 
compressing a fully stretched flexible duct increases the pressure drop.  This single graph is used 
for all sizes of flexible ducts, and there is no friction chart provided. 

 

 
Figure 3.  ASHRAE Fundamentals 2001 (Figure 8, p.34.8) correction factor for 
unextended flexible du 001, American Society of Heating, Refrigerating 
and Air-Conditioning Engi 791 Tullie Circle, NE, Atlanta, GA 30329, 404-

ct. Copyright 2
neers, Inc.  1

636-8400, www.ashrae.org.  Reprinted by permission from 2001 ASHRAE Handbook – 
Fundamentals. 

SHRAE Fundamentals (Chapter 34, Duct Design) suggests the use of the friction loss 
equation

 
 

A
 (Equation 2) with the Altshul-Tsal equation of friction factor (Equation 3) (Altshul and 

Kiselev 1975, and Tsal 1989), for the calculation of pressure drop in flexible ducts: 
 

IP:  
2

f 1097
V

D
fL12P ⎟

⎠
⎞

⎜
⎝
⎛= ρ∆    

SI:  VfL 2

D 2
Pf ρ∆ =         (2) 

 

IP:  
25.0

Re
68

D
1211.0f ⎟

⎠
⎞

⎜
⎝
⎛ +=′ ε   

SI:  
25.0

Re
68

D
11.0f ⎟

⎞
⎜
⎛ +=′ ε

⎠⎝
        (3) 

 

If 
 :018.0f ≥′ ff ′=  If

:018.0<′  0028.0f85.0f +′=  
The problem with using the above equations is in estimating the correct value of the 

absolute

f

 roughness, ε, because roughness data for flexible ducts are generally not available.  
ASHRAE Fundamentals categorizes the roughness in five categories (smooth, medium-smooth, 
average, medium-rough, and rough) and provides a general absolute roughness value for each 
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category.  It also provides a range for the roughness of each type of duct in each category.  
Flexible duct, “all types of fabric and wire”, is considered medium-rough to rough, with an 
absolute roughness range of 0.0035-0.015 ft (1.0-4.6 mm) when fully extended. 

le duct is compressed, the inner gets crumpled and the effective surface 
roughne

When the flexib
ss increases orders of magnitude above the range provided in ASHRAE Fundamentals. 

Equation 3 is not applicable to the high roughness region (on a Moody chart) where the friction 
factor becomes independent of the Reynolds Number (i.e., with typical Re ranges encountered in 
an HVAC ducting system; 2x104<Re<5x104).  In this case, another model for fully-rough flow 
regime in pipes (ducts) found in ASHRAE Fundamentals Chapter 2 (Fluid Flow) (ASHRAE 
2001) is more appropriate: 

 

⎟
⎠
⎞

⎜
⎛+=

Dlog214.11         (
⎝ εf

4) 

 
For the designer, even using an appropriate model for the friction factor and surface 

roughness, such as in Equation 4, would be problematic, since having the appropriate value of the 
roughness for the specific compression case of the flexible duct is not available. 

ACCA Manual D (ACCA 1995) provides a friction chart for flexible, spiral wire helix 
core ducts.  There are conditions for using the chart, such as maximum air velocity and 
temperature and positive and negative pressure, but there is no indication of whether the chart 
was established for “fully extended” ducts. 

 
Experimental Study 

Figure 4 shows the test apparatus used in all the flexible duct tests. The test apparatus 
included an upstream nozzle flowmeter, entry and exit straight sheet metal duct pieces holding 
the upstream and downstream piezometers, and a flexible connection to the fan.  A flow 
straightener was added at the entry of the nozzle flowmeter.  Each piezometer had four 
equidistant pressure taps the readings of which were averaged for a single reading.  The fan was 
equipped with a damper to modulate the flow.  The flexible duct was taped to the laboratory floor 
to ensure a straight layout.  This is of particular concern when the duct is compressed, because it 
tends to bulge under compression. 
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Figure 4.  Schematic of the flexible duct testing apparatus. 

 
 

Testing Fully Stretched Flexible Duct 
Fully stretched (FS) flexible ducts were tested first in order to establish a baseline.  The 

fully stretched specimen length was at least 35 diameters, satisfying the minimum 25-diameter-
length suggested by Standard 120P for fully developed flow.  A 35-diameter-length specimen can 
be compressed by as much as 30% and still satisfy the 25-diameter overall length constraint.  
Nevertheless, even with a 25-diameters-length specimen, part of the duct will experience a 
developing flow; for instance, at the attachments to the sheet metal duct carrying the piezometers 
upstream and downstream of the flexible duct specimen.  Allowing the flow exponent of the 
power law model (pressure drop vs. volumetric flow rate) to vary in the analysis of the results can 
account for effects of these developing flow regions on pressure drop. 

Because we followed the ASHRAE Standard 120P for conducting our tests, we applied 
its “Annex E - Flexible Duct Setup Guide” stating that “……Two wraps of duct tape and a clamp 
shall be used to secure the test duct connections and make an airtight connection”.  When a 
specimen is cut to length, the outer layer and the insulation lengths do not correspond, 
necessarily, to a fully stretched inner liner.  Thus clamping the whole flexible duct (its three 
layers), as required by ASHRAE Standard 120P, on the inlet and outlet straight sections of rigid 
duct (where the piezometers are placed) could cause a situation where the outer layers are fully 
stretched, and the inner liner is not.  For example, in one 8” (200 mm) diameter duct sample that 
we tested, we experienced such a situation in which the so-called “fully stretched” duct was found 
to be 4% compressed.  The standard test procedure should be revised to require a tight connection 
of the inner liner only, of the test specimen, with enough duct tape to the rigid duct, without 
clamping the outer layers (insulation and outer plastic sheet).  
 
Testing Compressed Flexible Duct 

Tests also covered compressed flexible ducts. The compression ratios are calculated 
relative to the fully stretched case.  The compression ratio is the change in length divided by the 
fully stretched length.  A maximum compression ratio of 30% was achieved for the three duct 
sizes.  Above this compression ratio, it was not possible to keep the compressed specimen 
straight, because it would bulge somewhere between the upstream and downstream piezometers.  
This bulging is caused by restrictions due to the outer liner and the insulation of the flexible duct.  
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In our tests, a compression of around 15% was used as a moderate compression case typically 
found in field installation and represents a “Normal Stretch” flexible duct scenario.  A 
compression of around 30% would be an extreme compression case and represents a 
“Compressed” flexible duct scenario. Figure 5 shows the test specimen of the fully stretched 10” 
(250 mm) duct, and Figure 6 shows the test specimen of the compressed 10” (250 mm) duct. 

 

 

Figure 5.  The fully stretched 10” (250 mm) flexible duct test specimen. 
 
 
 

 
 
Figu

 

Results 
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the values of the volumetric rate essu n th im da
(v  and pressure drop) used in sis erag e-
readings.  The 60 values for each data point use  ana  ta rea
steady state flow conditions.  The pressure drop ibl cime ected for 

re 6.  The compressed  10” (250 mm) flexible duct test specimen. 

 

nd com 
a

ion co ra eretion w ucted
 flow nd pr re drop i e test spec en. Every ta point 

second olumetric flow rate  the analy  was an av e of 60 fiv
d in the lysis were ken after ching a 

in the flex e duct spe n was corr

 13



the pressure e straig eet m uct ho iezo tre
downstream).  The volumetric flow rate rang ch rese that are 
encountered i ildings.  Table 2 summariz  con ges n th
to  with al and target compression ra

E 2. Flo tio  Fle t St
Nominal 
Diameter 

in S  

Tar
Comp

sio
Rat

rc

Act
Comp

sio
Ra

r

C
V
F

P

w

 drop in th ht sh etal d section ( lding the p meters ups am and 
es were osen to rep nt ranges 

n real bu
 the actu

es the flow dition ran  achieved i e tests 
gether tios. 

 
TABL w Condi ns Ranges in the xible Duc udy. 

 
(mm) 

Compres- 
sion 

cenario

get 
res-
n 
io 

ual 
res-
n 
tio 
c

orrected 
olumetric 
low Rate 

cfm 
(L/s) 

ressure 
Drop 

in 
ater/100ft 
(Pa/m) 

Velocity 
 

fpm 
(m/s) 

Reynolds 
Number 
Range 

Fully 
Stretched 

0.00 0.00 90 – 430 
(41 – 202) 

0.08 – 1.98
(0.7 – 16.2)

4
 

24,000 –47 – 2176 
)(2.3 – 11.1

 115,000 

Natural 
Stretch (

0.15 0.138 80 – 400 
(38 – 189) 

0.30 – 6.63
2.5 – 54.2)

415 – 2040 
(2.1 – 10.4) 

22,000 – 108,000 

6 
(150) 

Compressed 0.30 0.286 90 – 390 0.72 – 12.36 439 – 1966 23,000 – 104,000 
(41 – 182) (5.9 – 101.0) (2.2 – 10.0) 

Fully 
Stretched 

0.00 0.00 110 – 480 
(50 – 225) 

0.02 – 0.41
(0.2 – 3.4)

 

303 – 1364 
(1.5 – 6.9) 

21,000 – 97,000 

Natural 0.15 0.146 100 – 470 0.08 – 1.65 292 – 1340 21,0

8 
(200) 

Stretch (48 – 221) (0.7 – 13.5) (1.5 – 6.8) 
00 – 95,000 

Compressed 0.30 0.238 110 – 470 
(54 – 220) 

0.16 – 2.46
(1.32– 20.1)

326 – 1333 
(1.7 – 6.8) 

23,000 – 94,000 

Fully 
Stretched 

0.00 0.00 150 – 450 
(73 – 211) 

0.02 – 0.14
(0.1 – 1.2)

282 – 821 
(1.4 – 4.2) 

25,000 – 73,000 

Natural 
Stretch 

0.15 0.14.8 130 – 450 
(63 – 213) 

0.04 – 0.48
(0.4 – 3.9)

247 – 826 
(1.3 – 4.2) 

22,000 – 73,000 

10 
(250) 

Compressed 0.30 0.295 130 – 460 
(62 – 217) 

0.07 – 0.78
(0.5 – 6.3)

240 – 843 
(1.2 – 4.3) 

21,000 – 75,000 

 
 
The first step in the analysis was to develop the pressure drop model as a function of the 

volumetric flow rate.  The power law model (Equation 1) was used that allows for variations (for 
instance, due to boundary layer development or Reynolds Number effects) from the standard 
assumption of volumetric flow rate being proportional to the square root of the pressure drop. 

To obtain an estimate of test repeatability, the test on the 10” (250 mm) duct was 
performed three times with different sizes of nozzle flowmeter and different lengths of 
specimens.  The coefficient of variation (root mean squared error divided by the mean) among 
repeated tests in the power law model for the fully stretched 10” duct case was 5%.  Note that the 
tests on the 8” (200 mm) duct were repeated twice because the 8” specimen in the first fully 
stretched case was in fact compressed by 4%.  The results of the experimental study are shown in 
Table 3, and include both the fitted coefficients and the 95% confidence limits of these 
coefficients.  The “normal stretch” and “compressed” scenarios corresponded to a compressed 
specimen length of around 25 and 30 diameters. 
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TABLE 3. Power Law Coefficients of Three Sizes of Flexible Ducts and Comparison with 
Resulting Pressure Drop with Available References. 

Nominal 
Diameter 

in 
(mm) 

Compression 
Ratio 

rc

C 
in water/ 

100 ft. cfmn

(Pa.sn/m.Ln) 

Lower 95% 
CL of C 
in water/ 

100ft. cfmn 
(Pa.sn/m.Ln) 

Upper 95% 
CL of C 
in water/ 

100ft. cfmn 
(Pa.sn/m.Ln) 

n Lower 
95% 
CL 
of n 

Upper 
95% 
CL 
of n 

ACCA-
ASHRAE 
Pressure 

Drop* 
Average 

Over/Under-
prediction 

0 1.20 E-05
(2.08 E-04)

1.07 E-05 
(1.86 E-04)

1.34 E-05 
(2.33 E-04)

1.98 1.96 2.00 +11% 

0.138 6.04 E-05
(1.05 E-03)

5.27 E-05 
(9.12 E-04)

6.94 E-05 
(1.20 E-03)

1.94 1.92 1.97 -28% 

6 
(150) 

0.286 1.56 E-04
(2.70 E-03)

1.32 E-04 
(2.29 E-03)

1.84 E-04 
(3.18 E-03)

1.90 1.87 1.93 -47% 

0 3.33 E-06
(5.76 E-05)

9.34 E-07 
(1.62 E-05)

1.19 E –05
(2.06 E-04)

1.90 1.66 2.14 +39% 

0.146 8.13 E-06
(1.41 E-04)

5.69 E-06 
(9.85 E-05)

1.16 E-05 
(2.01 E-04)

1.99 1.92 2.06 -8% 

8 
 (200) 

0.238 1.71 E-05
(2.96 E-04)

8.83 E-06 
(1.53 E-04)

3.31 E-05 
(5.73 E-04)

1.94 1.81 2.06 -14% 

0 7.31 E-07
(1.27 E-05)

2.63 E-07 
(4.55 E-06)

2.03 E-06 
(3.52 E-05)

1.99 1.80 2.17 +13% 

0.148 2.75 E-06
(4.76 E-05)

1.97 E-06 
(3.41 E-05)

3.84 E-06 
(6.65 E-05)

1.98 1.92 2.04 -15% 

10 
 (250) 

0.295 4.53 E-06
(7.84 E-05)

2.92 E-06 
(5.06 E-05)

7.00 E-06 
(1.21 E-04)

1.97 1.89 2.05 -12% 

* ACCA-ASHRAE values are average values of pressure drop corresponding to the flow rates used in each test, and calculated 
by multiplying the look-up values in ACCA Manual D Chart 7, page A2-10 (ACCA 1995) by the correction factor in ASHRAE  
Fundamentals (ASHRAE 2001), Figure 8, p.34.8.  For the fully stretched case (0% compression) the correction factor is 1. 

 

The flow exponent, n, was close to 2 in these tests, indicating that developing flow is not 
a large contributor to the pressure drop. However, taking into consideration the confidence 
interval of all the calculated flow exponent values, in six out of nine cases (8” and 10” (200 and 
250 mm) ducts), the upper limit of the confidence interval would slightly exceed the 2.0 value.  
The confidence intervals could have been reduced by sampling more data pairs in the test, i.e. 
more volumetric-flow-rate/pressure-drop stations.  In our tests, we took 16 data pairs in the 6” 
(150 mm) duct tests, then we reduced the tests to only four data points for the 8” and 10” (200 
and 250 mm) ducts, resulting in larger confidence intervals for the 8” and 10” tests.  The 
experimental results were compared to data in ACCA Manual D (ACCA 1995).  The ACCA 
manual provides a look-up friction chart for flexible, spiral wire helix core ducts.  It was assumed 
that the values ACCA provides are for a fully stretched configuration (there is no explicit 
definition in the chart’s footnote, nor in the text).  Thus to compare our results with the available 
references, the values provided by ACCA were multiplied by the correction factors provided in 
ASHRAE (2001).  The ACCA chart overpredicted the pressure drop for the fully stretched duct 
of all sizes tested, on an average, by 21%.  ACCA underpredicted the pressure drop by 17% for 
the normal stretch cases (around 15% compression), and by 24% for the compressed cases 
(around 30% compression).  For all tests with different compression ratios, the average 
underprediction is 21%.  This indicates that ACCA Manual D data was probably obtained from 
partially compressed flexible duct.  The results of compressed ducts also showed that when a 
flexible duct is compressed, it can have a greater pressure drop per unit length than a fully 
stretched duct of a smaller diameter. 

A further comparison of our flexible duct results with available literature used pressure 
drop data reported in technical reports published by IBACOS (1995) and Kokayko et al. (1996).  
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IBACOS (1995) showed data for a 8” (200 mm) flexible duct.  For the fully stretched case, 
IBACOS pressure drop data looked very close to our results (higher by only 1%).  For less than 
fully stretched duct, IBACOS showed pressure drop data for a 10% compression case, which 
were 60% higher than our results.  The document does not analyze the compressibility effects and 
does not provide a pressure drop correction factor.   

However the data showed by Kokayko et al. (1996) showed many inconsistencies from 
one duct size to another and with our results; there was no clear trend to characterize their results 
(over- or underprediction).  For an 8” (200) diameter fully stretched flexible duct, their pressure 
drop values are 105% higher than ours; for a 10% compression the values are 87% higher.  For a 
6” (150 mm) duct, the values are only 4% higher than our results for fully stretched, and 34% 
lower for 10%-compressed cases.  For a 10” (250 mm) duct, the values are 63% higher than our 
results for fully stretched, and 11% lower for 10%-compressed cases.  The document also does 
not show a pressure drop correction factor analysis. 
 
Development of a Pressure Drop Correction Factor 

The pressure drop correction factor (PDCF) is a multiplier that can be used to estimate 
the pressure drop in a flexible duct when less than fully stretched, based on the pressure drop of a 
fully stretched duct: 

 

FSP
PPDCF

∆
∆

=          (5) 

 
where ∆P is the pressure drop at a particular level of compression, and ∆PFS is that corresponding 
to a fully stretched configuration.  Analysis of the measured data has shown that the pressure drop 
correction factor, PDCF, is approximated well by a linear function of the compression ratio, rc 
The compression ratio, rc, is calculated from measuring the length of the test specimen, fully 
stretched and under compression : 

 

FS
c 1r =

L
6) 

such that: 
 

compression, and the empirical 
coeff

L
−          (

carPDCF          (7) 
 
where PDCF would be equal to 1 (no correction) for a zero 

+= 1

icient, a, can be obtained from the experimental data using: 
 

∑

∑ =

⎟
⎟

⎜
⎜ −⎟⎜ 1i FS 1

n

∑ ⎟
⎟

⎜
⎜

⎟
⎟

⎜
⎜

m P∆

=1j
cr

=

⎞⎛

⎟

⎞

⎜

⎛

m

1

n P∆

        (8) 

 
where, 
n = number of volumetric-flow-rate/pressure-drop stations in a test, 

⎟
⎠

⎜
⎝

⎟
⎠

⎜
⎝=a

j
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m = number of compression cases (tests) including e fully stretched case. 
 
Table 4 includes the values of rc and the calculated coefficient a obtained from the 

measured data. 
 

TABLE 4. Compression Ratios and Calculat efficients in the PDCF of three Flexible 
Duct Sizes 

Diameter 
in 

(mm) 

Compression Ratio 
r

Pressure Drop Correction Factor 
Coefficient  

a 

th

ed Co

c

0 
0.138 

6 
(150) 

0.286 

25.4 

0 
0.146 

8 
(200) 

21.6 

0.238 
0 

0.148 
10 

(250) 
0.295 

16.2 

 
 
Figure 7 shows the measured PDCF (Equation 5) for all the measured data.  This figure 

illustrates that PDCF is relatively constant with the flow rate and only depends on the duct 
diameter and the compression ratio.  The figure also shows the greater effect of compression on 
the pressure drop for smaller duct sizes. 

 

6", 8", and 10" (152.4, 203.2, 254 mm) Flexduct
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10" (14.8%) 10" (29.5%)

 
Figure 7.  The measured pressure drop ratio of normal stretch and compressed flexible 
duct as a function of the volumetric flow rate. 
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T  model, 
ASHRAE-all sizes, is also l omparison. ained with a best-
fit first order polynomial (PDCF = 1+ 9.9 rc), developed from ok-up values from ASHRAE 
(2001) (illustrated in Figure 3).  The ASHRAE model is independent of duct size and 
underestimates the pressure drop by an average of 35%.  Figur  the corresponding PDCF 
graphs obtained using Equation 7 and the values of the coeffi n Table 4.  The figure also 
shows the individual measured PDCF values for the three duct  tested, and the reference 
ASHRAE model.  Each measured PDCF value shown in the s an average value for all 
volumetric-flow-rate/pressure-drop stations for each case. 
 

TABLE 5. Pressure Drop Correction Factor of Three Sizes of Flexible Duct 
Diameter  

in 
(mm) 

Pressure Drop Correction Factor 
PDCF 

able 5 shows the PDCF models developed using Equation 7.  A reference
isted for c  This reference model was obt

 the lo

e 8 shows
cient a i

sizes
 figure i

6 1 + 25.4 r
(150) 

c

8 1+ 21.6 rc
(200) 

10 
(250) 

1 + 16.2 rc

ASHRAE all sizes 1 + 9.9 rc

 

6", 8", and 10" (152.4, 203.2, 254 mm) Flexduct

1
0 0.05 0.1 0.15 0.2 0.25 0.3

Compression Ratio, rc
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3

4

Pr
es

su
re
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8
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op
 C

or
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ct
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ct
or

, P
D

CF

Modeled 6"

Modeled 8"

Modeled 10"

Measured 6"

Measured 8"

Measured 10"

ASHRAE-all sizes

 

omparison of the linear pressure drop correction factor models and the 
ASHRAE model. 

 
The physical basis of th

terms of change in the friction factor and the geometry of the flexible duct when 
ompressed.  Figure 9 shows a schematic of a flexible duct inner liner in fully stretched and in 

compressed conditions. 

Figure 8.  C

e empirical relationship for the PDCF (Equation 7) can be 
explained in 
c
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Compressing the flexible duct results in a crumpled inner liner which reduces the 

e , 
is the distance between two co e o
roughness in pends o met le
sectional area changes and greater roughness). 

Dividing th coefficient a in Table 4 by the correspo o-diameter ratio of the 
fully stretched FS/DFS, generated  that are approx  equal, indicating that it may 
be simple to include this duct geometr ific factor in the calculation of PDCF.  This would 
allow the deter ion of PDCF for du t tested in this he average of a ) for 
all three duct s as 106.  Therefore the pitch-to-diamete alized PDCF values use the 
following expression: 

 

 

 

D’ 

Fully stretched Less then fully stretched 

 
Figure 9.  Schematic of the inner liner of a flexible duct. 

λ (1 - r

ffective interior cross-sectional area and increases its absolute surface roughness.   The pitch, λ
nsecutive spirals of flexible duct.  The degre

er ratio (larger pitch 
f area reduction and 

ads to higher cross-crea  dese n the p ch-to-diait

e nding pitch-t
duct, λ values imately

y spec
minat cts no study.  T /(λFS/DFS
izes w r-norm

 

c
FS

FS
Norm r

D
1061PDCF ⎟⎟

⎠

⎞
⎜⎜
⎝

⎛
+=

λ
       (9) 

 
Figure 10 shows a comparison between the PDCF models discussed previously and those 

derived from PDCFNorm.  The PDCFNorm compared with PDCF overpredicts by an average of 
4.4% for the 6” (150 mm), underpredicts by an average of 2.0% for the 8” (200 mm), and 
underpredicts by and average of 1.7% for the 10” (250 mm) duct.  These over-and-
underprediction results are within the experimental uncertainties in the power-law modeling of 
the measured pressure drop of compressed flexible ducts, summarized in Table 6.  These small 
deviations indicate that this normalized model gives reasonable results and could be used to 
predict PDCF for other ducts of known pitch-to-diameter ratios. 

 

c)λ

DFS
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6" , 8", and 10" (152.4, 203.2, 254 mm) Flexduct
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Figure 10.  Comparison between the individually calculated PDCF models (Equation 
9). 

e 
in 

 (mm) 

Compression Ratio 
rc

Upper 95% Confidence 
Limit 

Lower 95% Confidence 
Limit 

7) for each duct size and those derived from the normalized model (Equation 
 

TABLE 6. Confidence Limits of the Power-Law Modeling of the Measured Pressure Drop 
for the Compressed Flexible Duct. 

Duct Siz

0.138 +5.7% -5.4% 6 
(150) 0.286 +6.7% -6.3% 

0.146 +8.2% -7.6% 8 
(200) 0.238 +13.9% -12.2% 

0.148 +6.5% -6.1% 10 
(250) -7.9% 0.295 +8.6% 
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10" (254 mm) Flexible Duct (Compressed)
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Figure 11.  Comparison between measured, power-law-fitted, and predicted pressure 
drop with PDCF models in a compressed 10”(250 mm) flexible duct. 
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measured volumetric-flow-rate, by an average of 3%, while th odel using the PDCFNorm 
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n fac ppro o pres lex  Press
The friction factor for compressed flexible duct can be expressed in t e way as 

pres re drop  using nc essed (Fully St
tion.  This correction has the same form as the PDCF: 

Figure 11 illustrates the pressure drop in the “compressed” 10” (250 mm) duct as 
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Figur how alc d valu he f n factor f e duct siz
ponding to various compression ratios using Equation 2, toge ith modeled data 

quation 10) that uses the calculated friction factor for fully stretched duct only. 
rop in terms of 

friction 

e 12 s s the c ulate es of t rictio or thre es 
corres ther w
(E
Incorporating Equation 10 into Equation 2 allows the calculation of pressure d

factor: 
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wi h the air density as a function of temperature: t
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Equation 12 becomes: 
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The prediction of the pressure drops using Equation 13 were within 0.5% (on average) of 

the easured values, with all results within 9%.  The com
l

mplete comparison is summarized in 
Tab e

 

 7. 
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Figure 12. Friction factor for compressed flexible ducts. 

TABLE 7. Prediction of the Pressure Drop in Three Different Sizes of Flexible Duct and 
Under Three Different Compression Ratios Using a Friction Factor Approach 

Diameter 
D 
in  

(mm) 

C

Ratio 
Friction 
Factor 

L 
ft 

Pressure  
Drop 

Pressure  
Drop 

tion 
Error  

 
 

 

 

ompres- 
sion 

λFS/DFS PDCF Calculated Length Measured  Predicted  Predic

rc  (m) ∆P 
in water 

(Pa) 

∆P 
in water 

(Pa) 

%

6 
(150) 

0 0.253 1.000 0.0336 100 
(30.5) 

0.061 
(15.3) 

0.0613 
(15.3) 

0.00 

6 
(150) 

0.138 0.253 4.701 0.1579 100 
(30.5) 

0.265 
(66.1) 

0.290 
(72.1) 

9.13 

6 
(150) 

0.286 0.253 8.670 0.2912 100 
(30.5) 

0.573 
(142.6) 

0.532 
(132.5) 

-7.09 

8 
(200) 

0 0.197 1.000 0.0262 100 
(30.5) 

0.045 
(11.2) 

0.045 
(11.2) 

0.00 

8 
(200) 

0.146 0.197 4.049 0.1059 100 
(30.5) 

0.174 
(43.3) 

0.181 
(45.1) 

4.13 

8 
(200) 

0.238 0.197 5.970 0.1561 100 
(30.5) 

0.279 
(69.6) 

0.267 
(66.6) 

-4.30 

10 0 0.148 1.000 0.0274 100 0.035 
(250) 

0.035 0.00 
(30.5) (8.7) (8.7) 

10 
(250) 

0.148 0.148 3.322 0.0912 100  
(30.5) 

0.124 
(31.0) 

0.116 
(28.8) 

-6.96 

10 
(250) 

0.295 0.148 5.628 0.1545 100 
(30.5) 

0.195 
(48.6) 

0.196 
(48.8) 

0.42 

 
Summary of Compr nce essibility Effect of Flexible Duct Flow Resista

the effect of the compression ratio on the pressure dIn this st p in fle ts 
was investigated g a p or retc e 

udy, 
 by de elopin

ro
.  The fully st

xible duc
hed flexiblv  pressure dro correc n facttio
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duct w d as the ba line for all oth compressed configurations.  T dy showed that the 
pressure drop (flow resistance) for flexible ducts incr significantly (by factors close to 10) 
when the ducts are not fully stretched.  Therefore it is crucial for the design  be aware o e 
co lity effects and how the elevated pressure drop would affect the HVAC fan si  
The contractor should also be aware of these effects, 
compression effects.  Si ns factors were developed that can be applied 
to the pressure drop for fully stretched duct to estimate the pressure drop in compressed ducts.   
The results also showed that: 
• A change to the standard test procedure of flexib ts, as an improvement to ASHRAE 

Standard 120P, is uired such th y the inne ner of the test specimen be tightly 
connected to the rigid duct (where the p izometer suring the pressure drop are placed) 
without clamping the outer layers. T odification would insure a correct modeling of the 
fully retched flex  duct pressu and erivation of ate pressure drop 

n factors for any percentage of mpressio
• The correction factor suggested by ASHRAE (ASH  2001) unde ates the pressure 

drop in all of the duct sizes tested, on an average, %.  In addition, the change in PDCF 
with duct size is not accounted for b RAE. 

• The friction chart provided in ACCA M D (ACCA 1995) overpredicts the pressure drop 
for fully stretched duct, on an aver  21%.  For less than fully ched duct, ACCA 
values corrected with correction factors from ASHRAE Fundamentals, showed around 21% 
underprediction in t

• The pressure drop data and the PDCF models dev ed in this st could be u
ASHRAE and ACCA to update their handbook/ma

ture work should focus on testing a wider range of duct sizes and ducts of the same 
siz ifferent manufacturers to ensure that the P odels are generally applicable.   
 
Bent Flexible Duct Tests 

 The bent flexible duct tests included the thr eter sizes a
layouts, with two different compression uration oderate one around 5% compression 
and an extreme one around 30%.  Three different angles for elbows were considered: 90°, 45°, 
and 135°.  The experimental results for the bent duct ts were adjus o account f e 
pressure drop in the straight duct connected to each ction.  The straight duct 
included sections of flexible duct and the sheet metal duct containing th zometers.  These 
sections are illustrated in Figure 13.  The following corrections need to be made in order to isolate 

e bent section of duct only

as use se er his stu
eases 

er to f thes
mpressibi zing. 

and install flexible ducts so as to reduce the 
mple pressure drop correctio

le duc
 req at onl r li

e
his m

s mea

 st ible re drop, 
co

the d accur
correctio n. 

RAE restim
 by 35

y ASH
anual 
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he pressure drop.  
elop udy sed by 

nual. 
Fu

es from d DCF m

ee diam
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nalyzed in the straight 
 config  m

tes ted t or th
 end of the test se

e pie

the pressure drop in th
 

. 

( )( ) ( )( )fdsmd n
fd2,fd1,fd

n
smd2,smd1,smd21Elbow QcPDCFLLQcLLPP ×+−+−= −∆∆  (14) 

 
where: 

∆PElbow = Total pressure drop in the net length of the elbow 
∆P1-2 = Total pressure drop from upstream to downstream piezometers 
Lsmd,1 and Lsmd,2 = Upstream and downstream lengths of the sheet metal duct sections 
csmd = Power law pressure coefficient of the sheet metal duct 
Q = Volumetric flow rate 
nsmd = Volumetric flow rate power law exponent of the sheet metal duct 
Lfd,1 and Lfd,2 = Upstream and downstream, lengths of the straight flexible duct sections 

DCF = Pressure drop correction factor 
cfd = Power law pressure coefficient of the fully stretched flexible duct 
nfd = Volumetric flow rate power law exponent of the fully stretched flexible duct  
  

P
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The lengths of the upstream and downstream sheet metal duct, holding the piezometers, 
and the straight sections of the flexible duct upstream and downstream of the bent portion of the 
flexible duct forming the elbow were determined following the requirements of ASHRAE 
Standard 120P. 

 After calculating the total pressure drop in the bent flexible duct section using Equation 
14, the local loss coefficient of the elbow is calculated as follows: 

v

Elbow

P
P

K
∆

=          (15) 

where the velocity pressure, Pv, is calculated as follows: 
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diam
reas ur results of 
the engineering 

Figure 13.  A moderately compressed (12%) 45° bent 8” (200 mm) flexible duct test 
. specimen

Table 8 shows the result of the 18 tests conducted on bent flexible ducts.  The loss 
fficients increase with increasing turn angle, but no systematic variation can be seen.  This is 
ause of the geometry effects of varying compression ratios and the ratio of bend radius to duct 

eter.  The more compressed ducts do not always have higher loss coefficients for the same 
h  on.  T e only similar data reported in the literature, that can be used to compare o

bent flexible duct were in IBACOS (1995), and in a flexible duct manufacturer “
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broc
with es reported convert to local loss 
coef  between 2.49 and 3.93, which covers the range of our results.  However the 
doc d flexible duct elbows.  

n the other hand, the manufacturer brochure only showed values of local loss coefficient for a 
12” 30

omehow consistent with our results for smaller 
uct diameters (local loss coefficient decreasing as the duct diameter decreases).   

elbows have much higher local loss coefficients 
than e reported for s
coefficients for multiple 
1.0, for different angles, and r/D configurations of 2.5 and below.  The higher loss coefficients 
values observed in the flexible duct elbows can be explained by the increased absolute surface 

pressed flexible duct compared with that of the sheet metal elbows. 
TABLE 8. Results of the Bent Flexible Duct Tests 

D t

) 

ession 
io 

Section Length 
L 

Radius-to-
Diameter Ratio 

Local Loss 
Coefficient 

hure”.  IBACOS (1995) showed the static pressure loss for 8” (200 mm) 135° and 90° elbows 
 three radius-to-diameter ratios.  The pressure loss
ficients ranging

ument does not discuss or report the compression scenario of the teste
O

 ( 5 mm) diameter 90° elbows that ranged between 0.82 and 0.86 for radius-to-diameter 
ratios between 1.0 and 4.0.  These results are s
d

Our results showed that flexible duct 
 thos heet metal elbows in the literature (ASHRAE 2001).  The local loss 

gores and pleated sheet metal elbows in ASHRAE (2001) are all below 

roughness of the com

Section 
iame er 

Bending Angle 
θ 
o

Compr
Rat

in 
 (mm

rc 
 

in 
(mm) 

r/D K 

0.05 19 
(480) 

2.50 1.18 90 

0.186 50 5.00 3.27 
(1270) 

0.048 46 
(1170) 

9.67 1.76 45 

0.243 36 
(915) 

4.00 3.13 

0.048 30 
(760) 

1.83 1.90 

6 
(150 mm) 

135 

0.305 24 
(610) 

1.67 3.12 

0.136 36 
(915) 

2.00 2.85 90 

0.342 35 
(890) 

2.50 2.31 

0.118 34 
(85) 

2.75 2.26 45 

0.305 22 2.38 1.85 

8 
(200 mm) 

(560) 
0.077 36 2.38 

(915) 
2.84 135 

0.331 32 2.00 2.54 
(815) 

0.069 63 
1600) (

4.20 1.73 90 

0.358 41 0 1.3
(1040) 

2.7 5 

0.048 54 0 1.1
(1370) 

6.8 5 

10 

45 

6 24 
(610) 

0 0.80.33 3.8 7 

0.050 69 0 1.5
(1750) 

2.2 5 

(250 mm) 

135 

0.338 39 
(990) 

1.40 1.45 
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Splitter Box Tests 

m), 
10”x8”x8” (250x200x20 three numbers refer to 
the inle eter a e two ou meter pectively e tests w perform r each 
splitter box before and after sealing with mast plitter 10”x8”x6” leaked 2.6 cfm@ Pa (1.2 
L/s@25Pa) before sealing, and 0. @25Pa  L/s@25Pa) after sealing. Splitter 10”x8”x8” 
leaked 2.6 cfm@25Pa (1.2 L/s@25Pa) before sealing, and 0.6 cfm@25Pa (0.3 L/s@25Pa) after 
sealing ter 8”x6”x6” leaked 2.8 cfm@ a (1.3 L/s@25Pa) before sealing, and 0.5 
cfm@25Pa (0.2 L/ Pa) after ing.  F  14 illustrates how these leakage tests were 
performed.  Two of the three openings were ca  and seal  small as connected to the 
third opening to rize the sp  box to 25 Pa.  The air flow rate required to reach this 
pressure was de y a small zzle flow er in line with the fan

 

Three sizes of duct board splitter boxes were tested, 10”x8”x6” (250x200x150 m
0 mm), and 8”x6”x6” (200x150x150 mm).  The 

t diam nd th tlet dia s res . Th ere ed fo
ic.  S 25

4 cfm  (0.2

. Split 25P
s@25  seal igure

pped ed.  A fan w
pressu litter

termined b no  met . 

 
Figure 14. 

 
 
 The pressure 

branch.  This require
control the amount o
devices.  A nozzle fl
check on the total flo
the local loss coefficie
pressure drop in the st
obtain results for the s
 

IP:  1YX PP =− ∆∆

SI:  1YX PP =− ∆∆

 
and, 

 

 

Splitter Box
 Leakage test on a 10”x8”x6” (250x200x150 mm) sea

drops and loss coefficients were determined separate
d a piezometer be placed on each individual branch
f flow in each branch.  These two fans are also us
owmeter was attached to the main leg of the splitt
w from the two branches.  The following equations w
nt of each branch of the splitter boxes.  These relatio
raight sections of duct upstream and downstream of 
plitter box only. 
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where: 

 
∆PX-Z  and ∆PX-Y = Total pressure drop along the specific branch path of the splitter box 
∆P1-2 and ∆P1-3 = Total pressure drop from upstream (main) to downstream (branch) 
iezometers 

L1, L2 and L3 = Upstream (main) and downstream (branch) lengths of the sheet metal duct 
sections 
c1, c2 ,and c3 =Power law pressure coefficients of the upstream (main) and downstream 
(branch) sheet metal ducts (different sizes) 
Q1, Q2 and Q3 = Upstream (main) and downstream (branch) volumetric flow rate 
n1, n2 ,and n3 = Volumetric flow rate power law exponents of the upstream (main) and 
downstream (branch) sheet metal ducts (different sizes) 
ρ = air density 
V1, V2 and V3 = Upstream (main) and downstream (branch) velocities 

 
 After calculating the total pressure drop along a specific branch path of the splitter box, 

the loss coefficients were calculated as follows. 
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and, 
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 The standard method of reporting local loss coefficients for diverging and converging 

junctions is the flow rate ratio (branch-to-main) and the corresponding loss coefficient through 
that branch.  Pressure/flow stations were uniformly designed so that the flow rate ratio changed in 
approximately equal steps between 0 and 1.  For the symmetrical splitter boxes (10”x8”x8” and 
8”x6”x6”) the calculated loss coefficients for the identical branches were not exactly equal.  This 
was caused by the uncertainty of maintaining identical branch-to-main flow ratios, between the 
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two branches, at each pressure/flow station.  The reported loss coefficients for these symmetrical 
and splitter boxes were therefore the averages of the symmetrical branches values (sealed splitter 
box only).  Figure 15 shows a splitter box test specimen.  Tables 9, 10 and 11 include the results 
of the six tests performed on the three sizes of splitter boxes. 
 
 

 
 

Figure 15. 10”x8”x8” (250x200x200 mm) Splitter Box test apparatus including two 
duct blasters (on the branches) and a nozzle flowmeter on the main. 

 
 

TAB
D1 = 10” (250 mm), D2 = 6” (150 mm), D3 = 8” (200 mm) 

LE 9. The 10”x8”x6” (250x200x200 mm) Splitter Box Local Loss Coefficients 

Q3/Q1 0.00 0.18 0.33 0.49 0.67 0.82 1.00 
K1,3 - 7.23 2.74 2.16 1.54 1.20 0.89 
Q2/Q1 1.00 0.82 0.67 0.51 0.33 0.18 0.00 

As-is 

K1,2 0.62 0.71 0.82 0.78 0.96 1.59 - 
Q3/Q1 0.00 0.18 0.33 0.49 0.67 0.82 1.00 
K1,3 - 6.34 2.58 1.94 1.48 1.15 0.87 
Q2/Q1 1.00 0.82 0.67 0.51 0.33 0.18 0.00 

Sealed 

1.03 1.91 - K1,2 0.63 0.68 0.82 0.88 
 
 

TABLE 10. The 10”x8”x8” (250x200x200 mm) Splitter Box Local Loss Coefficients 
00 mm), D3 = 8” (200 mm) D1 = 10” (250 mm), D2 = 8” (2

Q3/Q1 1.00 0.73 0.49 0.26 0.00 
K1,3 0.81 0.99 1.67 4.09 - 

As-is 

Q2/Q1 0.00 0.27 0.51 0.74 1.00 
K - 4.08 1.36 0.79 1,2 0.52 
Q3/Q1 1.00 0.73 0.50 0.27 0.00 
K1,3 0.75 0.94 1.61 4.07 - 

Sealed 

Q2/Q1 0.00 0.27 0.50 0.73 1.00 
K1,2 - 3.94 1.30 0.76 0.52 

Qb/Qm 0.00 0.27 0.50 0.73 1.00 
Km-b, average - 4.00 1.45 0.85 0.63 
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TABLE 11. The 8”x6”x6” (200x15
D

0x150 mm) Splitter Box Local Loss Coefficients 
 D2 = 6” (150 mm), D3 = 6” (150 mm) 1 = 8” (200 mm),

Q3/Q1 1.00 0.73 0.50 0.27 0.00 
K1,3 0.84 0.70 1.08 2.84 - 
Q2/Q1 0.00 0.27 0.50 0.73 1.00 

As-is 

K1,2 - 3.22 1.25 0.73 0.84 
Q3/Q1 1.00 0.73 0.50 0.27 0.00 
K1,3 0.51 0.70 1.21 3.39 - 
Q /Q 0.00 0.27 0.50 0.73 1.00 

Sealed 

2 1

K1,2 - 2.77 1.02 0.72 0.71 
Qb/Q 0.73 1.00 0.00 0.27 0.50 m

Km-b, - 3.08 1.11 0.71 0.61 average

 
 
The r the local loss coefficient through a branch of the splitter box 

could vary between 0.6 and 6.3 depending o metry and flow ratios.  A typical result is 1.0 
and 1.5 for the smaller anch of a 10”x8”x6” (250x200x150 mm) splitter box, 
re s 
va
study  boxes.  ACCA Manual 
D provides pressure drop for splitter boxes, in terms of equivalent length (EL), independent of 
size. For an air velocity of 700 fpm (3.6 ypic axim e fo side  
distribution system), ACCA’s splitter box EL value co s to  pre lue  
in water (19.9 Pa), compared with a  pressu lue of 5 in w 11.2 P ed on
calculated loss coefficients (for the larger br f the x6”  box ing a 0.67 
flow rate ratio). ues in  Man , the , over
splitter boxes com to our test results. 

okayko 1996) prov  static sure da or splitter boxes with symmetrical 
out A single v e for the s ressu p acr e spli x is reported.  It is not 
clear whether the values reported can be used for a single branch of the splitter, or as a total for 
both.  The authors indicated that the ok a pre or their calculations.  
Pressure inside in the box are very unstable due to turbulance and separation and very hard to 
read.  The correct way drop is at enough distances upstream and 
downstream of ox, as i ed in RAE ).  Th e, we did not attem
to compare our splitter box results with the mentioned document. 
 
Supply Boots 

Three types of supply boots were tested: 8” (200 mm) diameter neck Angle Supply, 8” 
(200 mm) Straight Supply, and 6” (150 mm) Straight Supply.  Each boot was mounted on a 
plywood sheet wall, and tested with and without diffuser.  Because the straight supply boots are 
unlikely to be supplied by a straight flexible duct in a typical installation, they were tested with a 
90°  Two geometries were tested for the added flexible duct:  Angle 1 is 
when the boot is fed from the duct along the axis of its narrow dimension, and Angle 2 is when 
the boot is fed from the duct along the axis of its wide dimension.  All supply boots were tested 
following the requirements of “Duct-mounted Exit Fitting” from ASHRAE Standard 120P. 
Figure 16 shows the various configurations of the supply boots tests. 

 

esults showed that 
n geo

and the larger br
spectively, when the flow is balanced.  ASHRAE Fundamentals shows local loss coefficient
lues for rectangular “Tee’s” and “Wye’s” that cover the range of the results obtained in this 
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Figure 16. Different configurations of connecting the supply boots to the supply duct 
as used in the tests, including the attachment to a wall, with and without diffuser. 

 
 
 The local loss coefficients for the supply boot were corrected for the pressure drop in the 

associated pressure measuring sections using: 
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where: 

 
∆PT  = Total pressure drop in the supply boot 
P1 = Static pressure at the piezometer, upstream of the supply boot 

density ρ = Air 
V
L

1 = Upstream air velocity in the sheet metal duct serving the supply boot 
1 = Length of the sheet metal duct serving the supply boot  

c1 = Power law pressure coefficient of the upstream sheet metal duct 
Q1 = Volumetric flow rate 
n1 = Volumetric flow rate power law exponent sheet metal duct 
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 After calculating the total pressure drop in the supply boot, the local loss coefficient is 
calculated as follows. 
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 Tables 12, 13 and 14 show the results of the supply boots tests.  

TABLE onfigurations of the 8” (200 mm) Neck 
Diameter Angle Supply Boot 

 
 12. Local Loss Coefficients of Various C

Type Angle Supply Boot 
Setup With Diffuser Without Diffuser 

K 2.43 1.23 
Boot Neck Diameter 

in 
(mm) 

8 
(200) 

8 
(200) 

 
TABLE 13.  Local Loss Coefficients of Various Configurations of the 8” (200 mm) Neck 

Diameter Straight Supply Boot 
Type Straight Supply Boot 

Angle 1 Angle 2 Straight Setup 
With 

Diffuser 
Without 
Diffuser 

With 
Diffuser 

Without 
Diffuser 

With 
Diffuser 

Without 
Diffuser 

K 3.86 3.03 3.77 2.87 1.76 1.02 

 

Boot Neck 
Diameter 

in 
(mm) 

(200) (200) (200) (200) (200) (200 
8  8 8  8  8  8  

Length 
in 

(mm) 

19  
(480) 

19  
(480) 

19  
(480) 

19  
(480) 

- - 

Radius 
in 

(mm) 

13  
(330) 

13  
(330) 

13  
(330) 

13  
(330) 

- - 

Flexible 
Duct 

Section 

Compression 
Ratio 

0.457 0.457 0.4

rc

57 0.457 - - 
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TABLE 14. Local Loss Coefficients of Various Configurations of the 6” (150 mm) Neck 
Diameter Straight Supply Boot 

Type Straight Supply Boot 
Angle 1 Angle 2 Straight Setup 

With 
Diffuser 

Without 
Diffuser 

With 
Diffuser 

Without 
Diffuser 

With 
Diffuser 

Without 
Diffuser 

K 5.31 4.61 4.57 4.28 1.30 0.98 

 

Boot Neck 
Diameter 

in 
(mm) 

6  
(150) 

6  
(150) 

6  
(150) 

6  
(150) 

6  
(150) 

6  
(150) 

Length 
in 

(mm) 

21  
(530) 

21 
 (530) 

21 
 (530) 

21  
(530) 

- - 

Radius 
in 

(mm) 

14  
(355) 

14 
 (355) 

14  
(355) 

14 
 (355) 

- - 

Flexible 
Duct 

Section 

Compression 
Ratio 

rc

0.19 0.19 0.19 0.19 - - 

 
 

The supply boots results showed that diffusers have a major effect on the pressure losses 
in exit fittings. The diffuser increases the loss coefficient by factors between 1.1 and 2.0, 
depending on the configuration of the boot connection.  ASHRAE Fundamentals does not provide 
pressure loss data for air supply boots as they are found in typical installations.  For added flex 
duct cases, the pressure drop increased by factors between 3 and 4, compared with the figures 

btained w
equi alen  a 
flexible elbo

ndamentals 2001 gives a loss 
coefficient value of 0.5 (duct flush with wall) for a “Duct Mounted in Wall” in table ED1-1, page 
34.32. ACCA Manual D does not include outside air-intake hoods. 

  
 

o hen the boot is connected to a straight sheet metal duct. ACCA Manual D provides 
t length values for the supply boots, and includes a value for a supply boot havingv

w attached to it.  Our test results show that ACCA Manual D values underestimate 
the pressure drop in the boots.  For instance for an 8” (200 mm) Straight Supply Boot – Angle 1 
with Diffuser, at an air velocity of 900 fpm (4.5 m/s) (reference value for ACCA values) our 
calculated loss coefficient provides a total pressure drop of 0.19 in water (47 Pa) (0.14 in water 
(35 Pa), static), while ACCA EL values corresponds to 0.02 in water (5 Pa) of static pressure. 

 
Air-Intake Hood 

The hood was mounted on a wooden wall, and tested as required by ASHRAE Standard 
120P for “Duct-mounted Entry Fitting”.  Figure 17 shows the air intake hood test setup.  The 
local loss coefficient of the intake hood was 4.1; a substantial factor in the pressure drop to be 
considered when designing the ducting system.  A similar hood could not be found in the 
literature for a comparison. ASHRAE Fundamentals indicates in Table CD6-1, page 34.31, that a 
screen (only), having the exact size of the ducted inlet has a loss coefficient between 0.0 and 6.2, 
depending on the free area ratio of the screen.  ASHRAE Fu
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Figure 17. The air intake hood test setup. 

ducts were cut to the correct length so as not to 
cts.  The average compression ratio in all the flexible duct runs was 10%.  

pressure  
existing AS

 
COMPLETE AIR DISTRIBUTION SYSTEM ANALYSIS 

The second part of the study applied the individual component analyses to a complete 
duct system to check that the individual components can be combined to produce the same 
system pressures as a fully assembled complete system.  A complete full-scale residential air 
distribution system was built in the Energy Performance of Buildings Group Duct Lab.  This duct 
system was designed to be representative of duct systems found in California houses and is based 
on a survey of 20 homes.  The system had 11 supply registers and a single return, with a total 
system flow of 1,200 cfm (566 L/s) and its layout and other details are shown in Figure 18.  All 

uct runs were as straight as possible and the d
compress the du
The ducts are hung below a plywood deck, with the register boots attached to the underside of the 
deck.  The system was carefully sealed and its leakage measured using a pressurization test was 
only 9 cfm (4 L/s) at 25 Pa. 

The air flow was measured at every register using a powered flow hood.  The total 
system air flow was measured using a high-precision (±0.5%) flow nozzle between the return 
grille and the air handler fan.  In addition pressures were measured in several locations 
throughout the system including the supply and return plenums.  These flow measurements, 
together with the power law pressure drop models and the local loss coefficients developed in the 
component analysis were used to calculate the pressure drop in the supply branches of the system.  
The calculated pressure drop in the supply branches were then compared to the measured static 

 in the supply plenum.  These measured system static pressures were also compared to 
HRAE and ACCA data and calculation methods. 
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Figure 18.  A schematic of the air distribution system installed at the EPB Duct Lab. 

 
The supply side of the air distribution system was divided into different sections at all 
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rection factors developed in the component analysis) 

tings.  Tables A1 through A6 in the Appendix show the local 
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ese calculations are summarized in Table 15.  The calculations based on the individual 
ments performed for this study gave the closest results to the measured static 

p sure the pressure drop in the flexible 
d an e pressure drop in the splitter boxes, resulting in 

01 
u derpr the flexible duct and the rest of the duct fittings, resulting 

 an underprediction of the static pressure in the supply plenum. 

   

points where flow, size, or shape change
calculated by adding the static pressure drop
power law models and the pressure drop cor
to the total pressure drops in the fit
loss coefficient summary by sections of the su
th
component measure

res  in the supply plenum.  ACCA Manual D underpredicts 
uct d the supply boots while it overpredicts th

an overprediction of the pressure drop in the supply plenum. ASHRAE Fundamentals 20
n edicts the pressure drop in both 

in

To the 
Side of 
Duct sy

Left  
the  
stem 

To the  
Supply  
Plenum 

Y7 To the Right 
Side of the 
duct syste

Y8 

SB9 

SB8 

Y9
SB7 SB6 Y6 

Y5SB11 
SB10 

m  

To the 
Y5  
Splitter 
Box 

 

Y3 SB1

SB3
SB2

Y2   

SB4
SB5

Y1   Y4

Return 
Box

18” Nozzle Flowmeter   
Supply 
Plenum

Retur
Plenum

n Cooling  
Coil Fan/Furnace

Air 
Flow

 35



TABLE 15. Comparison of the Installed System Calculations as Compared with Measured 
Static Pressure in the Supply Plenum 

Calculated Static Pressure 
at Entry 

 
in water 

(Pa) 

 Measured Static Pressure 
in the Upper Four 

 Corners of the 

Branch 
SP-Y5 

Branch 
SP-Y3 

in water  
(Pa) 

Supply Plenum 
 

Component Analysis 0.168 
(41.8) 

0.122 
(30.4) 

ACCA Manual D 0.191 0.122 
(47.6) (30.4) 

ASHRAE Fundamentals 2001 0.123 0.085 

0.168, 0.130, 
0.130, and 0.156  

(30.6) (21.2) 

(41.8, 32.4, 32.4, and 38.8) 

 
The differences between the measured and predicted pressures are due to violating the 

criteria followed in the testing of the individual components where the flows are fully developed 
and undisturbed upstream and downstream of each component, and uncertainty in the measured 
plenum static pressures.  Thus in an actual installation, the flow pattern, in terms of velocity and 
pressure profiles of the air circulating in different components of the system is different from that 
of the air passing through every single component when tested individually.  Moreover, there are 
extrapolation errors for duct sizes not covered in the components analysis (diameters greater than 
10” (250 mm) for flexible duct and splitter boxes).  Lastly, the uncertainty in the measured static 
pressures is because this pressure changes with location within the plenum and there is no single 
value to compare with the calculated pressures. 
 
SUMMARY 

This paper describes the tests performed and summarizes the results that help as new data 
for residential duct design.  The paper covers the description and the results of the individual tests 
on the duct components, and the analysis of the whole ducting system, as installed.  The results 
on the tested air distribution system components were used in the complete duct system analysis 
and compared with available data from the literature.  The comparison showed that our new data 
provide a better estimation of the total pressure drop.  The paper also includes a detailed study of 
the compression effects on pressure losses in flexible ducts, and proposes a new semiempirical 
model to calculate the pressure drop in flexible ducts.  Major findings from the work are 
summarized below: 

• The work showed that the ASHRAE Standard 120 test procedure should be revised to 
require a tight connection of the inner liner only, of the test specimen, with enough 
duct tape to the rigid duct, without clamping the outer layers (insulation and outer 
plastic sheet). 

• The results of compressed ducts also showed that when a flexible duct is compressed, 
it can have a greater pressure drop per unit length than a fully stretched duct of a 
smaller diameter. 

• The prediction of the pressure drops using the modeled friction factors were within 
0.5% (on average) of the measured values, with all results within 9%. 

• The flexible duct elbows have much higher local loss coefficients than those reported 
for sheet metal elbows, and ranging between 0.9 and 3.3 for the duct sizes tested.  
These higher values can be explained by the increased absolute surface roughness of 
the compressed flexible duct compared with that of the sheet metal elbows. 

• The local loss coefficient through a branch of the splitter box could vary between 0.6 
and 6.3 depending on geometry and flow ratios. 
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• The supply boots results showed that diffusers have a major effect on the pressure
losses in exit fittings. The diffuser increases the loss coefficient by factors between
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TABLE A2. Total Pressure Calculations By Sections of the Supply Side of the Installed System Based on the Component Analysis 
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TABLE A3. Equivalent Length Summary By Sections of the Supply Side of the Installed 
System Based on ACCA Manual D 

Installed Fitting ACCA Manual D ACCA Manual D 
pe o ga, b

Parameters Effective 
c Fitting Number Ty f Fittin Length
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(L/s) 
 

78 

Supply Boot SB6 Gr  AD S  B  = 90
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(L/s) 

28 oup 4 – upply Air oot Vref
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alent Length Summary By Sections of the Supply Side of the Installed 
System Based on ACCA Manual D (Concluded) 

Duct 
Section

g ACCA Manual D ACCA Manual D 
pe ga, b

Parameters Effective 
c

TABLE A3. Equiv

 
Installed Fittin

Fitting Number Ty of Fittin Length
Splitter Box Y

(250x200x150 mm) 
Junction Box  fpm 

) 
46 8 10”x8”x6” Group 11 V = 474

(L/s
Supply Boot SB9 Group 4 – AD Supply Air Boot Vref = 900 fpm 

(L

(L/s)

17 
/s), 

 fpm V = 474
 

Y8-SB9 

l Loss C cients    63 Tota oeffi
SP-Y3 Collar Entry Group 1 – A Supply Air Fitting at the AHU  35 

Y3-Y1 Splitter  
12 0” 

Group 11 Junction Box V = 444 fpm 
(L/s) 

42  Box Y3
”x10”x1

(305x250x250 mm) 
Y3-Y4 tt 3 

12 ”x10” 
(305x250x250 mm) 

Group 11 
(L

34 Spli er B
”x10

ox Y Junction Box V = 392 fpm 
/s) 

Sp  Box Y1 n 35 litter
(250x200x200 mm) 

 10”x8”x8” Group 11 Ju ction Box V = 39
(L/s) 

8 fpm 

Supply Boo  A Vref = 900 fpm 
(L/s), 

V = 398 fpm 

12 t SB1 Group 4 – AD Supply ir Boot 

(L/s) 

Y1-SB1 

icients  47 Total Loss Coeff   
Y1-Y2 x Y1 10”x8”x8” Group 11 Junction Box V = 295 fpm 

(L/s) 
19 Splitter

(250x200x200 mm) 
 Bo

Splitter Box Y2 8”x6”x6” G 1  f
(L/s) 

22 
(200x150x150 mm) 

roup 1 Junction Box V = 311 pm 

Supply Boot SB2 Group AD Su  Air Bo  = 9  
(L/s), 

V = 311 fpm 
L

7  4 – pply ot Vref 00 fpm

( /s) 

Y2-SB2 

ss C 29 Total Lo oefficients    
Splitter Box Y2 8”x6”x6” 

(200x150x150 mm) 
G p 11 Junction Box V = 214 m 

(L/s) 
7 rou  fp

Supply Boot SB3 up  A Su  A ef = 900 fpm 

(L/s) 

3 Gro  4 – D pply ir Boot Vr
(L/
 21

s), 
4 fV = pm 

Y2-SB3 

Total Loss Coefficients    10 
Splitter

(250x200x150 mm) 
 Box Y4 10”x8”x6” G 1 ion B

(L/s)
32 roup 1 Junct ox V = 378 fpm 

 
Supply Boot SB4 Group 4 – AD Supply Air Boot Vref = 900 fpm 

),

)

11 
(L/s

(L/s

 

 
V = 378 fpm 

Y4-SB4 

Total Loss Coefficients    43 
Splitter Box Y4 10”x8”x6” Group 11 n  B 38 

(250x200x150 mm) 
Ju ction ox V = 418

(L/s) 
 fpm 

Supply Boot SB5 Supply r Boot Vref  900 fpm
(L

V = 418
(L

13 Group 4 – AD  Ai  =  
/s), 

 fpm 
/s) 

Y4-SB5 

T oss Coefficients    51 otal L
aJunction Boxes EL values listed in ACCA Manual D Group 11, page A3-25 (some values are linearly interpolated). 
bSu ts values are listed in ACCA Manual D for a reference velocity of 900 fpm (4.6 m/s), and therefore are corrected herein for the 
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TABLE A4. Total Pressure Calculations By Sections of the Supply Side of the Installed System Based on ACCA Manual D 
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TABLE A4. Total Pressure Calculations By Sect e Supply Side of the Installed System Based on ACCA Manual D (Concluded) 
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.98) 

 
)

43 .034
.57) 

0
(9

 

Duct 82 
(38.7) 

6 
(150) 

418 
(2.12

.17 
71) (3.19) 

  
(0.82) 

0.010 
(2.61) )

12
(3.

10.46 0.100 Y4-
SB5 

Fitting 82 
(38.7) 

 418
(2.12)

  51 0.041 
(10.

  0.051 
.77) 16) (12

 

aNet installed duct length is the total installed length minus the elbow that feeds the su  as i nsider  int part o oo
bValues obtained from various groups of fittings in ACCA Manual D. 
cFitting pressure drop corresponding to the ACCA Manual D Reference Friction Rate .  water t (0.6 ittin

dDuct pressure drop is provided in ACCA Manual D, C t -10.
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TABLE A5. Local Loss Coefficient Summary By Sections of the Supply Side of the 
Ins Sys ase SH und tals 

g 
pe of nga, b, c

 
Loss 

Coefficient 

talled tem B d o
ASHRAE Fundamentals 2001 

n A

Ty

RAE F

Fitti

amen
Duct 

Section 
Installed Fittin Parameters Local 

SP-Y5 Collar Entry Bellmouth, Plenum to Round r/D = 0 0.5 
Y5-Y6 Splitter Box Y5 14”x12”x10” 

(356x305x250 mm) Bran 0” 
(250 mm) 

2.24 Tee, Rectangular Ma
ch 1

in to Round Tap, Q2/Q1 = 0.39 

Y5  Sp x ec a  

(305 mm) 

Q 1.97 -Y7 litter
(356x305x250 mm) 

 Box Y5 14” 12”x10” Tee, R tangul
Branch 12

ar M in to Round
” 

Tap, 3/Q1 = 0.61 

S r Box Y6 10”x8”x6” 
(250x200x150 mm) 

Tee, Rectangular Main to Round Tap, 
Branch 8” 
(200 mm) 

Q3/Q1 = 0.71 1.43 plitte

Supply B 6 ser, with L/Dh = 0.4 oot SB Pyramidal Diffu  Wall  1.0 

Y6  

Total Loss Coefficients   1.83 

-SB6

Splitter Box Y6 10”x8”x6” 
(250x200x150 mm) 

Tee, Rectangular Main to Round Tap, 
Branch 6
(150 mm) 

Q2/Q1 = 0.29 2.15 
” 

Supply Boot SB7 Pyramidal Diffuser, with Wall L/Dh = 1.0 0.4 

Y6-SB7 

Total Loss Coefficients   2.55 
Y7-Y9 Splitter B 7 ”x 10

(305x250x250 mm) 
ectangular Main   

Branch
(250 mm) 

Q  = 0 2.74 ox Y  12 10”x ” Tee, R to Round
 10” 

Tap, 2/Q1 .46 

Y7-Y8 Splitter Box Y7 12”x10”x10” 
(305x250x250mm) 

Tee, Rectangular Main to Round Tap, 
Branch 10” 

Q2/Q1 = 0.54 2.16 

(250 mm) 
S  10”  

( 200x150 mm) 
ec r Ma  

Branch 8” 
(200 mm) 

Q 0.63 1.63 plitter 
250x

Box Y9 x8”x6” Tee, R tangula in to Round Tap, 3/Q1 = 

Su a s 0.4 pply Boot SB10 Pyr midal Diffu er, with Wall L/Dh = 1.0 

Y9-SB10 

Total Loss Coeffic 2.03 ients   
S ox Y9 10”x8”x6” 

(250x200x150 mm) 
Tee, Rectangular Ma  Tap, 

Branch 6” 
(  m

Q2/Q1 = 0.37 1.59 plitter B in to Round

150 m) 
Supply Boo h = 1.0 0.4 t SB11 Pyramidal Diffuser, with Wall L/D

Y9-SB11 

Total Loss C ents  1.99 oeffici  
Sp r Box Y8 (10”x8”x6”) 

(250x2 5
Tee, Rectangular Main to Round Tap, 

a ”
Q3/Q1 = 0.63 1.63 litte

00x1 0 mm) Br
(200 mm) 

nch 8  

Supply B  SB ram al D us it al L h =  0.4 oot 8 Py id iff er, w h W l /D  1.0

Y8-SB8 

Total Loss Coefficients   2.03 
S  10”x8”x6” 

2 50 mm
ec r Ma  Tap

”
(150 mm) 

Q 0.37 1.59 pli
(
tter 
250x

Box Y8
00x1 ) 

Tee, R tangula
Branch 6

in to Round
 

, 2/Q1 = 

Supply Boot SB9 Pyramidal Diffuser, with Wall L/Dh = 1.0 0.4 

Y8-SB9 

1.99 Total Loss Coefficients   
SP-Y3 Collar B o  Pl m to Round r/D  0 0.5  Entry ellm uth, enu  =

Y3  Splitter Box Y3 ”x10”x10
(305x250x250 mm) 

Te ectangul ain to R d Tap, 
Branch 10
(250 mm) 

Q /Q1 = 0 2.21 -Y1  12 ” e, R ar M oun
” 

2 .53 

Y3-Y4 Splitter Box Y3 12”x10”x10” 
(305x250x250 mm) 

Tee, Rectangular Main to Round Tap, Q /Q1 = 0.47 2.65 
Branch 10
(250 mm) 

” 
2

 
 



 50

TABLE A5. Local Loss Coefficient Summary By Sections of the Supply Side of the 
s ed Sys ase ASH Fun ntal clude

AS  Fun tals 
 of Fit

ers Local  
Loss 

Coefficient 

In

 

tall
Installed Fittin

tem B
g 

d on RA
HR

E 
AE

Type

da
da

me
men
ting

s (C
200

on
1 

d) 
Duct 

Section a, b, c
Paramet

Splitter

(  mm

 = 0.57 1.83  B
50

o
x20

x Y
0x

1 1
200

0”x
 m

8”
m)

x8”
 

 
(2

Tee, Rectangul
B

ar M
ran

200

ai
ch 

n t
8” 

) 

o Round Tap, Q2/Q1

Supply Boot SB1 Pyramidal Diffuser, with Wall L/D  = 1.0 0.4 h

Y1

To  2.23 

-SB1 

tal Loss Coefficients  
Y1 S

0x200 mm) 
ectan ain t d Tap

Branch 8” 
(200 mm) 

Q2/Q 2.71 -Y2 plitter 
(250

Bo
x20

x Y1 10”x8”x8” Tee, R gular M o Roun , 1 = 0.43 

Splitter Box Y2 8”x6”x6” 
(200x150x150 mm) 

Tee, Rectangular Main to Round Tap, 
ran ” 

(150 ) 

Q /Q1 = 0.59 1.51 
B ch 6

 mm

2

Supply Boot SB2 Pyramidal Diffuser, with Wall L/Dh = 1.0 0.4 

Y2-SB2 

Total Loss Coefficients   1.91 
Splitter B 2 8”x6”x6” 

(200x1 50 mm
ectan r Main to Round Tap

”
(150 mm) 

Q2/Q .41 2.37 ox Y
50x1 ) 

Tee, R gula
Branch 6

, 
 

1 = 0

Supply Boot SB3 Pyramidal Diffuser, with Wall L/Dh = 1.0 0.4 

Y2 3 

Total Lo ents  2.77 

-SB

ss Coeffici   
Splitter Bo  10”x8”x6” 

(250x200x150 mm) 
ectan r Main to Round Tap

Branch 8” 
(200 mm) 

Q3/Q .62 1.65 x Y4 Tee, R gula , 1 = 0

Supply Boot SB4 Pyramidal Diffuser, with Wall L/Dh = 1.0 0.4 

Y4-SB4 

Total Lo 2.05 ss Coefficients   
Splitter Box Y4 10”x8”x6” 

(250x200x150 mm) 
ectan ain t d Tap

Branch 6” 
(150 mm) 

Q2/Q 1.54 Tee, R gular M o Roun , 1 = 0.38 

Suppl id 0.4 y Boot SB5 Pyram al Diffuser, with Wall L/Dh = 1.0 

Y4-SB5 

To icients 1.94 tal Loss Coeff    
aEntries values are from 1 age 34 HRAE F mentals 2 (IP). 

 Fundamentals 2001 (IP).  Values used herein are from Table SR5-11, page 34.65, 
ain to Round Tap, Diverging; the fitting that can best represent a splitter box among all listed fittings. 

pe ly Boots n the insta  nd ed om Table 
 pa , Pyramidal D  with W e fittin  best re he supp among al  fitting

Table SD -1, p .48, AS unda 001 
bSplitter Boxes are not reported in ASHRAE
Rectangular M
cThe ty
SR2-6,

s o
ge 

f Supp
34.62

used i lled
a
 sy
ll; th

stem are not 
g th

rep
at can

orted in ASH
pre

RA
sent t

E Fu amen
ly boo

tal
ts 
s 2001 (IP). 

l l
Va
isted

lues us  her
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ein are fr
iffuser,



TABLE A6. Total Pressure Calculations By Sections of the Supply Side of the Installed System Based on ASHRAE Fundamentals 
Duct  

Section 
Duct 

Element 
Flow 
Ratea

 
 
 

cfm 
(L/s) 

Duct 
Size 

 
 
 

in 
(mm) 

Velocity 
 
 
 
 

fpm 
(m/s) 

Velocity 
Pressure 

 
 
 

in water 
(Pa) 

Fully 
Stretched 

Duct 
Length 

 
ft 

(m) 

Installed 
Duct 

Length 
 
 

ft 
(m) 

Compression 
Ratio 

 
rc

PDCFa Fitting 
Loss 

Coefficient 
C 

Duct 
Pressure 

Dropb

 
in 

water/100ft 
(Pa/m) 

Total 
Pressure 

Drop 
 
 

in water 
(Pa) 

Section 
Total 

Pressure 
Drop 

 
in water 

(Pa) 
Duct 757 

(357.3) 
14 

(356) 
708 
(3.60)

 2.67 
(0.81)

2.17
(0.66)

0.19 2.85  0.260 
(2.13) 

0.006 
(1.40) 

SP-Y5 

Fitting 757 
(357.3) 

708 
(3.60)

0.031 
(7.76) 

   0.50  0.016 
(3.88) 

0.021 
(5.28) 

Duct 298 
(140.7) 

10 
(250) 

546 
(2.78)

 3.00 
(0.91)

2.67
(0.81)

0.11 2.10  0.175 
(1.43) 

0.005 
(1.16) 

Y5–Y6 

Fitting 298 
(140.7) 

546 
(2.78)

0.019 
(4.62) 

   2.24  0.042 
(10.35) 

0.046 
(11.50) 

Duct 459 
(216.6) 

12 
(305) 

584 
(2.97)

 12.00 
(3.66)

12.00 
(3.66)

0.00 1.00  0.076 
(0.62) 

0.009 
(2.26) 

Y5-Y7 

Fitting 459 
(216.6) 

584 
(2.97)

0.021 
(5.28) 

   1.97  0.042 
(10.41) 

0.051 
(12.67) 

Duct 213 
(100.5) 

8 
(200) 

610 
(3.10)

 4.58 
(1.40)

3.50
(1.07)

0.24 3.33  0.456 
(3.73) 

0.016 
(3.98) 

Y6-
SB6 

Fitting 213 
(100.5) 

610 
(3.10)

0.023 
(5.76) 

   1.83  0.042 
(10.54) 

0.058 
(14.52) 

Duct 85 
(40.1) 

6 
(150) 

433 
(2.20)

 11.00 
(3.35)

9.17
(2.79)

0.17 2.64  0.263 
(2.15) 

0.024 
(6.02) 

Y6-
SB7 

Fitting 85 
(40.1) 

433 
(2.20)

0.012 
(2.90) 

   2.55  0.030 
(7.39) 

0.054 
(13.41) 

Duct 210 
(99.1) 

10 
(250) 

385 
(1.96)

 7.42 
(2.26)

6.17
(1.88)

0.17 2.66  0.111 
(0.91) 

0.007 
(1.71) 

Y7-Y9 

Fitting 210 
(99.1) 

385 
(1.96)

0.009 
(2.29) 

   2.74  0.025 
(6.28) 

0.032 
(7.99) 

Duct 249 
(117.5) 

10 
(250) 

457 
(2.32)

 9.58 
(2.92)

8.67
(2.64)

0.10 1.94  0.114 
(0.93) 

0.010 
(2.45) 

Y7-Y8 

Fitting 249 
(117.5) 

457 
(2.32)

0.013 
(3.22) 

   2.16  0.028 
(6.96) 

0.038 
(9.42) 
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TABLE A6. Total Pressure Calculations By Sections of the Supply Side of the Installed System Based on ASHRAE Fundamentals 
(Continued) 

Duct  
Section 

Duct 
Element 

Flow 
Rate P

a
P
 

 
 
 

cfm 
(L/s) 

Duct 
Size 

 
 
 

in 
(mm) 

Velocity 
 
 
 
 

fpm 
(m/s) 

Velocity 
Pressure 

 
 
 

in water 
(Pa) 

Fully 
Stretched 

Duct 
Length 

 
ft 

(m) 

Installed 
Duct 

Length 
 
 

ft 
(m) 

Compression 
Ratio 

 
r Bc B 

PDCF P

a
P
 Fitting 

Loss 
Coefficient 

C 

Duct 
Pressure 

DropP

b
P
 

 
in 

water/100ft 
(Pa/m) 

Total 
Pressure 

Drop 
 
 

in water 
(Pa) 

Section 
Total 

Pressure 
Drop 

 
in water 

(Pa) 
Duct 132 

(62.3) 
8 

(200) 
378 
(1.92)

 6.00 
(1.83)

5.50
(1.68)

0.08 1.82  0.097 
(0.79) 

0.005 
(1.33) 

Y9-
SB10 

Fitting 132 
(62.3) 

378 
(1.92)

0.009 
(2.21) 

   2.03  0.018 
(4.49) 

0.023 
(5.82) 

Duct 78 
(36.8) 

6 
(150) 

397 
(2.02)

 11.50 
(3.51)

11.00 
(3.35)

0.04 1.43  0.120 
(0.98) 

0.013 
(3.30) 

Y9-
SB11 

Fitting 78 
(36.8) 

397 
(2.02)

0.010 
(2.44) 

   1.99  0.020 
(4.86) 

0.033 
(8.15) 

Duct 156 
(73.6) 

8 
(200) 

447 
(2.27)

 6.50 
(1.98)

5.42
(1.65)

0.17 2.64  0.196 
(1.60) 

0.011 
(2.64) 

Y8-
SB8 

Fitting 156 
(73.6) 

447 
(2.27)

0.012 
(3.09) 

   2.03  0.025 
(6.27) 

0.036 
(8.91) 

Duct 93 
(43.9) 

6 
(150) 

474 
(2.41)

 8.17 
(2.49)

7.50
(2.29)

0.08 1.80  0.215 
(1.76) 

0.016 
(4.01) 

Y8-
SB9 

Fitting 93 
(43.9) 

474 
(2.41)

0.014 
(3.47) 

   1.99  0.028 
(6.91) 

0.044 
(10.92) 

Duct 456 
(215.2) 

12 
(305) 

581 
(2.95)

 9.50 
(2.90)

8.67
(2.64)

0.09 1.86  0.139 
(1.14) 

0.012 
(3.01) 

SP-Y3 

Fitting 456 
(215.2) 

581 
(2.95)

0.021 
(5.22) 

   0.50  0.010 
(2.61) 

0.023 
(5.62) 

Duct 242 
(114.2) 

10 
(250) 

444 
(2.25)

 2.28 
(0.69)

2.17
(0.66)

0.05 1.49  0.082 
(0.67) 

0.002 
(0.44) 

Y3-Y1 

Fitting 242 
(114.2) 

444 
(2.25)

0.012 
(3.05) 

   2.21  0.027 
(6.73) 

0.029 
(7.18) 

Duct 214 
(101.0) 

10 
(250) 

392 
(1.99)

 22.33 
(6.81)

21.00 
(6.40)

0.06 1.59  0.069 
(0.56) 

0.014 
(3.61) 

Y3-Y4 

Fitting 214 
(101.0) 

392 
(1.99)

0.010 
(2.38) 

   2.65  0.025 
(6.31) 

0.040 
(9.92) 
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TABLE A6. Total Pressure Calculations By Sections of the Supply Side of the Installed System Based on ASHRAE Fundamentals 
(Concluded) 

Duct  
Section 

Duct 
Element 

Flow 
Rate 

 
 
 

cfm 
(L/s) 

Duct 
Size 

 
 
 

in 
(mm) 

Velocity 
 
 
 
 

fpm 
(m/s) 

Velocity 
Pressure 

 
 
 

in water 
(Pa) 

Fully 
Stretched 

Duct 
Length 

 
ft 

(m) 

Installed 
Duct 

Length 
 
 

ft 
(m) 

Compression 
Ratio 

 
r Bc B 

PDCF P

a
P
 Fitting 

Loss 
Coefficient 

C 

Duct 
Pressure 

DropP

b
P
 

 
in 

water/100ft 
(Pa/m) 

Total 
Pressure 

Drop 
 
 

in water 
(Pa) 

Section 
Total 

Pressure 
Drop 

 
in water 

(Pa) 
Duct 139 

(65.6) 
8 

(200) 
398 
(2.02)

 19.67 
(5.99)

19.00 
(5.79)

0.03 1.33  0.079 
(0.64) 

0.015 
(3.73) 

Y1-
SB1 

Fitting 139 
(65.6) 

398 
(2.02)

0.010 
(2.45) 

   2.23  0.022 
(5.47) 

0.037 
(9.20) 

Duct 103 
(48.6) 

8 
(200) 

295 
(1.50)

 2.37 
(0.72)

2.25
(0.69)

0.05 1.49  0.049 
(0.40) 

0.001 
(0.27) 

Y1-Y2 

Fitting 103 
(48.6) 

295 
(1.50)

0.005 
(1.35) 

   2.71  0.015 
(3.65) 

0.016 
(3.92) 

Duct 61 
(28.8) 

6 
(150) 

311 
(1.58)

 5.75 
(1.75)

5.00
(1.52)

0.13 2.29  0.119 
(0.97) 

0.006 
(1.48) 

Y2-
SB2 

Fitting 61 
(28.8) 

311 
(1.58)

0.006 
(1.49) 

   1.91  0.011 
(2.85) 

0.017 
(4.33) 

Duct 42 
(19.8) 

6 
(150) 

214 
(1.09)

 9.33 
(2.84)

8.42
(2.57)

0.10 1.97  0.049 
(0.40) 

0.004 
(1.04) 

Y2-
SB3 

Fitting 42 
(19.8) 

214 
(1.09)

0.003 
(0.71) 

   2.77  0.008 
(1.96) 

0.012 
(3.00) 

Duct 132 
(62.3) 

8 
(200) 

378 
(1.92)

 12.33 
(3.76)

11.00 
(3.35)

0.11 2.07  0.110 
(0.90) 

0.012 
(3.02) 

Y4-
SB4 

Fitting 132 
(62.3) 

378 
(1.92)

0.009 
(2.21) 

   2.05  0.018 
(4.54) 

0.030 
(7.55) 

Duct 82 
(38.7) 

6 
(150) 

418 
(2.12)

 13.50 
(4.11)

12.17 
(3.71)

0.10 1.97  0.183 
(1.50) 

0.022 
(5.56) 

Y4-
SB5 

Fitting 82 
(38.7) 

418 
(2.12)

0.011 
(2.70) 

   1.94  0.021 
(5.23) 

0.043 
(10.79) 

P

a
PPressure Drop Correction Factors from Figure 8, page 34.8, ASHRAE Fundamentals 2001 (IP). 

P

b
PDuct pressure drop is calculated using Equation 19, page 34.7, ASHRAE Fundamentals 2001 (IP), multiplied by the PDCF.  The friction factor in Equation 19 is calculated using Equation 21, and an absolute roughness 

values of 0.01 ft (3 mm) from Table 1, page 34.7, ASHRAE Fundamentals 2001 (IP). 
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